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LP-GAS SERVICEMAN’S
HANDBOOK

The Fisher Controls LP-Gas Serviceman’s Handbook
serves as a general reference of information on LP-Gas
and for the installation, operation and maintenance of
LP-Gas equipment. It provides key data and answers
important questions that are relevant to management
and field servicemen in the LP-Gas industry.

Users of this handbook should consult applicable
federal, state and local laws as well as pertinent
industry regulations, including National Fire Protection
Association (NFPA) Pamphlets No. 54 and 58.

Fisher Controls shall have no responsibility for any
misinterpretation of the information contained in this
handbook or any improper installation or repair work or
other deviation from the procedures recommended in
this handbook.

For additional copies of this handbook please contact
your local Fisher Distributor, or call 1-800-558-5853, or
1-319-378-8673.
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APPROXIMATE PROPERTIES OF LP-GASES

Table 1 (Metric) PROPANE BUTANE
Formula C3H8 C4H10

Initial Boiling Point, °C -42 -1
Specific Gravity of Liquid
(Water = 1.0) at 15.56°C 0.504 0.582
Weight per Cubic Meter of
Liquid at 15.56°C, kg 504 582
Specific Heat of Liquid,
Kilojoule/Kilogram at 15.56°C 1.464 1.276
Cubic Meter of Vapor per Liter
at 15.56°C 0.271 0.235
Cubic Meter of Vapor per
Kilogram at 15.56°C 0.539 0.410
Specific Gravity of Vapor
(Air = 1.0) at 15.56°C 1.50 2.01
Ignition Temperature in Air, °C 493-604 482-538
Maximum Flame Temperature
in Air, °C 1,980 1,991
Cubic Meters of Air Required
to Burn 1 Cubic Meter of Gas 23.86 31.02
Limits of Flammability in Air,
% of Vapor in Air-Gas Mix:
  (a) Lower
  (b) Upper

2.15
9.60

1.55
8.60

Latent Heat of Vaporization at
Boiling Point:
  (a) Kilojoule per Kilogram
  (b) Kilojoule per Liter

428
216

388
226

Total Heating Values After
Vaporization:
  (a) Kilojoule per Cubic Meter
  (b) Kilojoule per Kilogram
  (c) Kilojoule per Liter

92,430
49,920
25,140

121,280
49,140
28,100
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VAPOR PRESSURE OF LP-GASES
Vapor pressure can be defined as the force exerted by a
gas or liquid attempting to escape from a container.  This
pressure moves gas along the pipe or tubing to the appli-
ance burner.

Outside temperature greatly affects container pressure.
Lower temperature means lower container pressure.  Too
low a container pressure means that not enough gas is
able to get to the appliance.

The Table below shows vapor pressures for propane and
butane at various outside temperatures.

-AREPMET
ERUT

ROPAVETAMIXORPPA2ELBAT
GISP,ERUSSERP

ENATUBOTENAPORP

F° C° 001 % 02/08 04/06 05/05 06/04 08/02 %001

04- 04- 6.3 — — — — — —

03- 4.43- 8 5.4 — — — — —

02- 9.82- 5.31 2.9 9.4 9.1 — — —

01- 3.32- 02 61 9 6 5.3 — —

0 8.71- 82 22 51 11 3.7 — —

01 2.21- 73 92 02 71 31 4.3 —

02 7.6- 74 63 82 32 81 4.7 —

03 1.1- 85 54 53 92 42 31 —

04 4.4 27 85 44 73 23 81 3

05 01 68 96 35 64 04 42 9.6

06 6.51 201 08 56 65 94 03 21

07 1.12 721 59 87 86 95 83 71

08 7.62 041 521 09 08 07 64 32

09 2.23 561 041 211 59 28 65 92

001 8.73 691 861 731 321 001 96 63

011 3.34 022 581 561 841 031 08 54
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DETERMINING TOTAL LOAD
The best way to determine BTU input is from the appliance
nameplate or from the manufacturer’s catalog.  Add the
input of all the appliances for the total load.  If specific ap-
pliance capacity information is not available, the Table be-
low will be useful.  Remember to allow for appliances which
may be installed at a later date.

If the propane load in standard cubic feet per hour (SCFH)
is desired, divide the BTU/HR load by 2488 to get SCFH.
Conversely, the BTU/HR capacity can be obtained from
SCFH by multiplying the SCFH figure by 2488.

Figuring the total load accurately is most important because
of the size of the pipe and tubing, the tank (or the number
of cylinders), and the regulator will be based on the capac-
ity of the system to be served.

Table Reprinted From Table 5.4.2.1, NFPA 54, 2002 ed.

TABLE 3 GAS REQUIRED FOR COMMON APPLIANCES

APPLIANCE APPROX. INPUT BTU/HR

  Warm Air Furnace
                          Single Family
                          Multifamily, per unit

100,000
60,000

  Hydronic Boiler, Space Heating
                          Single Family
                          Multifamily, per unit

100,000
60,000

  Hydronic Boiler, Space  & Water Heating
                          Single Family
                          Multifamily, per unit

120,000
75,000

  Range, Free Standing, Domestic
  Built-In Oven or Broiler Unit, Domestic
  Built-In Top Unit, Domestic

65,000
25,000
40,000

  Water Heater, Automatic Storage, 30 to 40 gal. Tank
  Water Heater, Automatic Storage, 50 gal. Tank
  Water Heater, Automatic Instantaneous
                                            2 gal. per minute
                          Capacity     4 gal. per minute
                                            6 gal. per minute
  Water Heater, Domestic, Circulating or Side-Arm

35,000
50,000

142,800
285,000
428,000
35,000

  Refrigerator
  Clothes Dryer, Type 1 (Domestic)
  Gas Fireplace direct vent
  Gas log
  Barbecue
  Gas Light
  Incinerator, Domestic

3,000
35,000
40,000
80,000
40,000
2,500
35,000
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VAPORIZATION RATE
The rate of vaporization of a container is dependent upon
the temperature of the liquid and the amount of “wetted
surface” area of the container.

The temperature of the liquid is proportional to the outside
air temperature and the wetted surface area is the tank
surface area in contact with the liquid.  Therefore, when
the outside air temperature is lower or the container has
less liquid in it, the vaporization rate of the container is a
lower value.

To determine the proper size of ASME storage tanks or the
proper number of DOT cylinders for various loads, it is im-
portant to consider the lowest winter temperature at the
location.

Multiple cylinders or tanks may be manifolded to give the
required vaporization capacity.  Withdrawal of gas from one
or two containers can lower the container pressure sub-
stantially due to the refrigeration of the vaporization gas.
Regulator capacity is then reduced because of the lower
inlet pressure.  Where any reasonably heavy gas load is
expected, put sufficient cylinders on each side of an auto-
matic changeover system.

See pages 7 and 8 for more information.
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VAPORIZATION RATES FOR
ASME STORAGE TANKS
A number of assumptions were made in calculating the
BTU figures listed in the Table below:

1) The tank is one-half full.

2) Relative humidity is 70%.

3) The tank is under intermittent loading.

Although none of these conditions may apply, the Table
can still serve as a good rule-of-thumb in estimating what
a particular tank size will provide under various tempera-
tures.  Continuous loading is not a very common occur-
rence on domestic installations, but under continuous load-
ing the withdrawal rates in the Table should be multiplied
by 0.25.

)RH/UTB(etaRlawardhtiWtnettimretnI.xaM4elbaT
roodtuOtsewoLfi*gnitsorFknaTtuohtiW

...sehcaeR)sruoH42roFegarevA(erutarepmeT

ERUTAREPMET
)SNOLLAG(EZISKNAT

051 052 005 000,1

F°04 009,412 001,882 008,874 008,258

F°03 009,781 008,152 006,814 006,547

F°02 008,161 008,612 004,063 009,146

F°01 000,841 004,891 007,923 002,785

F°0 007,431 006,081 001,003 005,435

F°01- 004,231 004,771 008,492 004,525

F°02- 008,801 008,541 003,242 006,134

F°03- 001,701 005,341 006,832 000,524

.etarnoitaziropavehtgnicuder,rotalusninasastcagnitsorfknaT*
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Vaporization Rates for 100 Pound
DOT Cylinders
“Rule of Thumb” Guide

For continuous draws, where temperatures may reach 0°F,
assume the vaporization rate of a 100 lb. cylinder to be
approximately 50,000 BTU/HR Therefore the:

Number of cylinders per side = total load in BTU/HR / 50,000

Example:

If a total load requirement of 200,000 BTU/HR is to be sup-
plied from 100 pound DOT cylinders and winter tempera-
tures may drop to 0°F, then how many cylinders are needed
per side?

Number of cylinders per side = 200,000/50,000 = 4

* When using a changeover regulator, 4 cylinders per
side are required.

Vaporization Rate Table for 100 Lb. DOT Cylinders

ELBAT ROFHUTBNISETARNOITAZIROPAV5
SLEVELDIUQILDNASERUTAREPMETSUOIRAV

FO.SBL
ENAPORP
.LYCNI

F°02- F°0 F°02 F°04

001 000,56 000,17 000,97 000,49

09 000,06 000,56 000,27 000,58

08 000,45 000,95 000,66 000,77

07 000,84 000,25 000,95 000,96

06 000,34 000,64 000,25 000,16

05 000,73 000,04 000,54 000,35

04 000,13 000,43 000,83 000,54

03 000,62 000,82 000,13 000,73

02 000,02 000,22 000,52 000,92

01 000,51 000,61 000,81 000,12
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CYLINDER AND TANK
MANIFOLDING
Often it is necessary to manifold cylinders or tanks to ob-
tain the required capacity needed for the installation.  Mul-
tiple cylinder hookups are most frequently used on com-
mercial applications and at many residential jobs, even
though tank manifolding is common in certain areas.

On certain multi-cylinder or tank installations, an automatic
changeover regulator can be used.  These regulators
change from the supply cylinder (when the gas is ex-
hausted) to the reserve cylinder automatically without hav-
ing to shutdown the system to refill.

A typical cylinder manifold using an automatic changeover
regulator can be installed in line with multiple cylinders.
(See Figure 1 below.)

Figure 1

AUTOMATIC CHANGEOVER
REGULATOR

SCH 80 1/2-IN PIPE MANIFOLD

COPPER PIGTAIL
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CYLINDER AND TANK
MANIFOLDING
When manifolding cylinders or tanks, do not use a regula-
tor at each container.  When this is done, the required ca-
pacity for the particular installation may not be obtained.  It
is impossible to set all of the regulators at the same outlet
pressure.  The regulator delivering the highest outlet pres-
sure will backpressure the other regulators, keeping them
from operating.  In effect, only one container would be sup-
plying gas in this sort of situation.

The answer on manifold installations is to run high pres-
sure piping from the containers into a common line, as
shown in the Figure below.  Then, install a regulator that
can handle the required capacity.  Two-stage regulation is
the most effective system on tank manifold installations.

Figure 2

2nd STAGE
REGULATOR

Schematic of a
tank manifold
installation

1st STAGE
REGULATOR
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CONTAINER LOCATION AND
INSTALLATION
Once the proper size of ASME storage tank or the proper
number of DOT cylinders has been determined, careful
attention must be given to the most convenient, yet safe,
place for their location on the customer’s property.

Containers should be placed in a location pleasing to the
customer that does not conflict with state and local regu-
lations or NFPA Pamphlet No. 58, Storage and Handling
of Liquefied Petroleum Gases.  Refer to this standard to
determine the appropriate placement of LP-Gas
containers.

In general, storage tanks should be placed in an acces-
sible location for filling, supported by concrete blocks of
appropriate size and reinforcement, and located away from
vehicular traffic.

Cylinders should be placed with ease of replacement or
refilling in mind, secured on a firm base, and protected
from vehicular traffic, animals and the elements.

For both ASME and DOT containers, the distance from
any building openings, external sources of ignition, and
intakes to direct vented gas appliances or mechanical
ventilation systems are a critical consideration.  See
Figures 3, 4 and 5 on pages 12, 13 and 14.

Refer to NFPA No. 58 for the minimum distances that these
containers must be placed from the building or other ob-
jects.
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CONTAINER LOCATION (cont)
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CONTAINER LOCATION (cont)
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Figure 4   Above Ground ASME Containers
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Figure 5   Below Ground ASME Containers
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CONTAINER PREPARATION FOR
REMOVAL OF WATER AND AIR
CONTAMINANTS
Both water and air are contaminants that can seriously
hinder the proper operation of the LP-Gas system and the
connected appliances if not effectively removed.  The fol-
lowing procedures will help increase system performance
and decrease the number of service calls.

REMOVING WATER FROM CONTAINERS
Water in LP-Gas cylinders and tanks can contaminate the
gas, causing regulator freezeups and erratic appliance
performance.  Neutralize any moisture in the container by
adding anhydrous methanol (99.85% pure) according to
the amount shown in the Table below.

This will minimize freezeup problems for normal amounts
of water in a container.  However, this water may still cause
corrosion or sediment problems.  Large amounts of water
should be drained from the tank.

Warning:  Do not substitute other alcohols in place of
methanol.

6elbaT

EZISRENIATNOC
FOTNUOMAMUMINIM
DERIUQERLONAHTEM

rednilyc.bl001
knat.lag051
knat.lag052
knat.lag005
knat.lag0001

)secnuodiulf2(tniP8/1
tnip1
trauq1
strauq2
nollag1
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PURGING AIR FROM CONTAINERS
Air in the LP-Gas can cause appliance pilot lights to be
extinguished easily.  It can also lead to excessive con-
tainer pressure, making the safety relief valve open.  Since
nearly all containers are shipped from the fabricator under
air pressure, it is extremely important to get rid of the air
before the container is put in service.

DOT Cylinders

First, open the cylinder or service valves for several min-
utes to allow air to bleed to atmosphere.  Then, pressure
the cylinder with LP-Gas vapor and again open the cylin-
der or service valve (repeat this step at least two times).

ASME Storage Tanks

Depending on the type of valves in the tank, (see Figure 6
on page 17), purge the container as follows:

1) Bleed the air to atmosphere by opening the multi-pur-
pose valve or the service valve for several minutes
until air pressure is exhausted.  Close the valve.

2) If a pressure gauge has not been installed in the multi-
purpose valve side outlet, install a 0-300 psig gauge
(Fisher Type J506).  On tanks with service valves, in-
stall a POL x 1/4” FNPT pipe coupling and 0-300 psig
gauge in the service valve outlet.

3) Attach the truck vapor equalizing hose to the multi-
purpose valve’s vapor equalizing valve or the separate
vapor-equalizing valve.

4) Slowly open the shutoff valve on the end of the hose so
that the truck excess flow check valve does not slam
shut.
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PURGING AIR FROM CONTAINERS (Cont.)
ASME Storage Tanks (cont.)

(5) Closely watch the pressure, and when the gauge
reaches 15 psig, close the shutoff valve.

(6) Open the vapor service valve on the multi-purpose valve
(or the separate service valve, after removing the adap-
tor).  Allow all pressure to be exhausted before closing
the multi-purpose valve or the service valve.

(7) Repeat steps 4 through 6 at least three more times to
make certain air has been purged from the tank.

Note:  Do not purge tanks in this way on the customer’s
property.  Purge them in a safe place at the bulk plant site.

VAPOR
EQUALIZING

VALVE

SHUTOFF VALVE

PRESSURE GAUGE

SHUTOFF
VALVE

SERVICE VALVE

PIPE
COUPLING

PRESSURE
GAUGE

SERVICE VALVE
OUTLET

TO TRUCK VAPOR
EQUALIZING VALVE

TO TRUCK VAPOR
EQUALIZING VALVE

PURGING METHOD WITH SEPARATE VALVES

PURGING METHOD WITH MULTI-PURPOSE VALVE

Figure 6

MULTI-PURPOSE
VALVE
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PIPE AND TUBING SIZING
The proper selection of pipe and tubing sizes is essential
for the efficient operation of the LP-Gas appliance.  Gen-
eral consideration must be given to the maximum gas
demand requirements of the system and the allowable
pressure loss from the point of delivery to the inlet
connection of the gas appliance.

Four different areas of sizing requirements must be ad-
dressed:

1) Sizing between First-Stage and Second-Stage
Regulators

2) Sizing between Second-Stage Regulator and Appliance

3) Sizing between 2 PSI Service and Line Pressure
 Regulators

4) Sizing between Line Pressure Regulator and Appli-
ance

The following directions and examples, as well as tables
7-10 starting on page 23, will assist you in determining
the proper selection of pipe and tubing sizing for these
different areas.  All data in the tables are calculated per
NFPA Pamphlet Nos. 54 and 58.
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PIPE AND TUBING SIZING (Cont.)
Directions for Sizing between First-Stage
and Second-Stage Regulators

(Based on NFPA 54 Hybrid Pressure Method)
1) Measure the required length of pipe or tubing from the

outlet of the first-stage regulator to the inlet of the sec-
ond-stage regulator.

2) Determine the maximum gas demand requirements
of the system by adding the BTU/HR inputs from the
nameplates of all the appliances or by referring to Table
3 on page 5.

3) Select the pipe or tubing required from Tables 7a, b,
and c on pages 23-25.

Directions for Sizing Between Second-
Stage Regulator and Appliance

(Based on NFPA 54 Longest Length Method)
1) Measure the length of pipe or tubing from the outlet of

the second-stage regulator to the most remote appli-
ance.  (Note:  This is the only length needed to size the
second-stage system.)

2) For each outlet and section of pipe, determine the spe-
cific gas demand requirements by adding the BTU/
HR inputs from the nameplates of each appliance or
by referring to Table 3 on page 5.

3) Select the pipe or tubing required for each section from
Table 8a or 8b on pages 26 and 27.
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PIPE AND TUBING SIZING (Cont.)
Determine the sizes of pipe or tubing required for this two-stage
LP-Gas installation.

Example:
A private home is to be supplied with a LP-Gas system serving a
central furnace, range and water heater.  The gas demand and
piping lengths are shown on the sketch below.

Figure 7 Fisher 1st
Stage Regulator

Fisher 2nd Stage
Regulator

12’ 10’

10’ 30’15’
Section 1 Section 2

C
FURNACE

120,000 BTU/HR

B
RANGE

75,000 BTU/HR

A
WATER
HEATER

40,000
BTU/HR

25’

For First-Stage:
1) Length of first-stage piping = 25 feet (round up to 30 ft. for use

in Table 7a, b, c.).
2) Total gas demand = 40,000 + 75,000 + 120,000 = 235,000

BTU/HR.
3) From Tables 7a, b, and c, use 1/2” iron pipe; or 1/4” Type L or

3/8” ACR copper tubing or 1/2” plastic tubing.  (Assume a 10
psig first-stage regulator setting and a 1 psig pressure drop.)

For Second-Stage:
1) Total second-stage piping length = 30 + 10 + 15 = 55 feet

(round up to 60 ft. for use in Table 8a and 8b).
2) Gas demand requirements and pipe selection from Table 8a

and 8b  (Assume a 11” w.c.  setting and 1/2” w.c. pressure drop):
For Outlet A, demand = 40,000 BUT/HR, use 1/2” iron pipe or 3/8”

Type L or 5/8" ACR copper tubing.
For Outlet B, demand = 75,000 BUT/HR, use 1/2” iron pipe or 1/2”

Type L or 5/8” ACR copper tubing.
For Outlet C, demand = 120,000 BUT/HR, use 3/4” iron pipe or

5/8” Type L or 3/4” ACR copper tubing.
For Section 1, demand = 40,000 + 75,000 = 115,000 BTU/HR, use

3/4” iron pipe or 5/8” Type L or 3/4” ACR copper tubing.
For Section 2, demand = 40,000 + 75,000 + 120,000 = 235,000

BTU/HR, use 1” iron pipe.
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PIPE AND TUBING SIZING
Directions for Sizing Between 2 PSI Service
Regulator and Line Pressure Regulator
1) Measure the length of CSST tubing from the outlet of the 2 PSI

service regulator to the inlet of the line pressure regulator.

2) Determine the maximum gas demand requirements of the
system by adding the BTU/HR inputs from the nameplates of
all the appliances or by referring to Table 3 on page 5.

3) Use the correct footage column, or next higher column in
Table 9.  Select CSST tubing size when capacity in column
exceeds gas demand.

Directions for Sizing Between Line
Pressure Regulator and Appliance
1) Measure the length of CSST tubing from the outlet of the line

pressure regulator to each of the appliances.

2) For each outlet and section of CSST tubing, determine the
specific gas demand requirements by adding the BTU/HR
inputs from the nameplates of each appliance or by referring
to Table 3 on page 5.

3) Use the correct footage column, or next higher column in
Table 10.  Select CSST tubing size when capacity in column
exceeds gas demand.

Example:

A typical single family home with four appliances is to be supplied
with a LP-Gas system.  The piping is arranged in parallel with a
distribution manifold branching CSST runs to the appliances.  The
supply pressure (downstream of the service regulator) is 2 psig
and the outlet pressure of the line pressure regulator is set to 11”
w.c. (see next page).
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PIPE AND TUBING SIZING
Determine the sizes of pipe or tubing required for this in-
house LP-Gas installation.

From 2 PSI Service Regulator to Line
Regulator:

1) Length of section A tubing = 20 feet

2) Total gas demand = 80,000 + 36,000 + 28,000 +
52,000 = 196,000 BTU/HR

3) From Table 9, use 25’ column.  Select 3/8” CSST for
run A, as it has capacity over 196,000 BTU/HR
(262,000).   (Assume a 2 psig second-stage regulator
setting and 1 psig pressure drop)

From Line Pressure Regulator to Each Appliance:

1) For line B, length= 10 feet; gas demand = 80,000 BTU
For line C, length= 10 feet; gas demand = 36,000 BTU
For line D, length= 30 feet; gas demand = 28,000 BTU
For line E, length= 35 feet; gas demand = 52,000 BTU

2) CSST Tubing selection from Table 10 (Assume a 11”
w.c. setting and 0.5” w.c. pressure drop):

Figure 8

2 PSI
Service

Regulator
REGULATOR

MANIFOLD

xxxxx

A = 20ft

FURNACE
80,000 BTU/

HR

B = 10ft C = 10ft
WATER HEATER
36,000 BTU/HR

DRYER
28,000 BTU/HR

RANGE 52,000 BTU/HR

E = 35ft

D = 30ft

xxx

xxx

ENIL TFHTGNEL 0001DAOL
RH/UTB

0001YTICAPACTSSC
RH/UTB

TCELES
EZISTSSC

B
C
D
E

01
01
03
*53

08
63
82
25

921
05
82
46

2/1
8/3
8/3
2/1

01elbaTninmuloc'04esU*

R
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PIPE AND TUBING SIZING (cont.)
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PIPE AND TUBING SIZING (cont.)

Table 7b  Pipe Sizing Between First-Stage
and Second-Stage Regulators

Minimum undiluted propane capacities listed are based on a 10 psig first stage
setting and 1 psig pressure drop.  Capacities in 1,000 BTU/HR.

Type ACR
 (REFRIGERATION) Type L Tubing

Nominal 3/8" 1/2" 5/8" 3/4" 7/8" 1/4" 3/8" 1/2" 5/8" 3/4"

Outside (0.375) (0.500) (0.625) (0.750) (0.875) (0.375) (0.500) (0.625) (0.750) (0.875)

Inside 0.311 0.436 0.555 0.68 0.785 0.315 0.430 0.545 0.666 0.785

Length
(Ft.)

30 299 726 1367 2329 3394 309 700 1303 2205 3394

40 256 621 1170 1993 2904 265 599 1115 1887 2904

50 227 551 1037 1766 2574 235 531 988 1672 2574

60 206 499 939 1600 2332 213 481 896 1515 2332

70 189 459 864 1472 2146 196 443 824 1394 2146

80 176 427 804 1370 1996 182 412 767 1297 1996

90 165 401 754 1285 1873 171 386 719 1217 1873

100 156 378 713 1214 1769 161 365 679 1149 1769

150 125 304 572 975 1421 130 293 546 923 1421

200 107 260 490 834 1216 111 251 467 790 1216

250 95 230 434 739 1078 90 222 414 700 1078

300 86 209 393 670 976 89 201 375 634 976

350 79 192 362 616 898 82 185 345 584 898

400 74 179 337 573 836 76 172 321 543 836

450 69 168 316 538 784 71 162 301 509 784

500 65 158 298 508 741 68 153 284 481 741

600 59 144 270 460 671 61 138 258 436 671

700 54 132 249 424 617 56 127 237 401 617

800 51 123 231 394 574 52 118 221 373 574

900 48 115 217 370 539 49 111 207 350 539

1000 45 109 205 349 509 46 105 195 331 509

1500 36 87 165 281 409 37 84 157 266 409

2000 31 75 141 240 350 32 72 134 227 350

Table Reprinted From NFPA Pamphlet 54-1996.
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PIPE AND TUBING SIZING (cont.)
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SELECTING THE REGULATOR
Regulator performance curves show the capacity of a
regulator at different inlet pressures, given the factory
setting for outlet pressure.

Figure 9 on page 33 shows a performance curve for a
Fisher  Second-Stage Regulator.  Gas flow rate is plotted
horizontally and regulator outlet pressure vertically.  The
curved line represents an inlet pressure of 10 psig.  For
the appliance to operate efficiently, the regulator outlet
pressure must not fall below 9” w.c.

Fisher rates this particular regulator at the point the 10
psig inlet curve crosses the 9” w.c. horizontal line.  Thus,
the Fisher literature would rate this regulator at 1,375,000
BTU/HR or more if the inlet pressure stays above 10 psig.

What you must know to select a regulator:

1. Appliance Load

2. Pipe Size

3. Inlet Pressure

4. Outlet Pressure

5. Gas Used (Propane/Butane)

6. Select From Manufacturer Catalog
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OUTLET PRESSURE
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REGULATOR SELECTION

1  Based on 30 psig inlet pressure and 20% droop
2  Based on 10 psig inlet pressure and 20% droop
3  Based on inlet pressure 20 psig greater than outlet pressure with 20% droop.

NOTE:  The capacity BTU/HR column should be used for
reference purposes only.  The capacity will vary depending
on the pipe size, orifice size and outlet pressure setting.

TABLE 11

TYPE OF
REGULATOR OR

SERVICE
CAPACITY, BTU/HR

RECOMMENDED
FISHER

REGULATOR
First-Stage1

(Reduces
tank pressure to
10 psig or less)

1,100,000
2,400,000

R122H
R622H

Second-Stage2

(Reduces first stage
outlet pressure to
14" w.c. or less)

875,000 - 1,375,000
2,300,000 - 2,600,000

5,500,000
10,500,000 - 14,500,000

R622
HSRL
S302G
S202G

Integral Two-Stage1

(Combines a high
pressure and a 2nd

stage regulator)

 350,000
750,000

R232
R632

High Pressure3

(Reduces tank
pressure to a lower
pressure in excess

of 1 psig)

750,000 -1,200,000
2,625,000 - 5,250,000

13,000,000 - 38,000,000
6,000,000 - 10,775,000

14,000,000
29,295,000 -36,225,000

67C
64 or 64SR

299H
627

630-104/78
99

2-PSI2 Service
(Reduces 1st stage
pressure to 2 psig)

1,400,000
1,500,000

R652E
R622E



35

TWO-STAGE REGULATION
Advantages of Two-Stage Regulation
Uniform Appliance Pressure - Two-staging lets the first-
stage regulator supply a nearly constant inlet pressure to
the second-stage regulator at the house.  This means the
second-stage regulator has an easier time of maintaining
appliance pressure at 11” w.c., thus improving the system
efficiency.

Lower Installation Costs - Smaller pipe or tubing can be
used between the first and second-stage regulators due
to the higher pressure, thus reducing installation and
piping material costs.

Freezeups - Two-stage systems reduce problems due to
regulator freezeups caused by excessive water in gas.
Larger orifices make it more difficult for ice to form and
block the passage area.  The expansion of gas at two
different orifices in a two-stage system greatly reduces
the “refrigeration effect” that causes freezeups.  See Fisher
Bulletins LP-18 and LP-24 for more detailed information
on freezing regulators.

Flexibility of Installation - A high pressure regulator can
feed a number of low pressure regulators, thus enabling
the addition of appliances in the future to the same pres-
sure line without affecting their individual performance.

Fewer Trouble Calls - With two-stage regulation, you can
expect fewer trouble calls due to pilot outage or burner
adjustment.  This means higher appliance efficiency, lower
service costs and better customer relations.
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REGULATOR INSTALLATION

A  two-stage regulator system or an integral two-stage
regulator shall be required on all fixed piping systems
that serve appliance systems at 11” w.c.  This includes
R.V., manufactured housing and food service installations.
(Exceptions:  Small portable appliances and outdoor
cooking appliances with input ratings of 100,000 BTU/HR
or less, certain gas distribution systems utilizing multiple
second-stage regulators and systems that provide an
equivalent level of overpressure protection).

This standard along with changes in UL 144 requiring
increased regulator relief valve capacity or an overprotec-
tion shutoff device, results in the maximum pressure down-
stream of the second-stage regulator being limited to 2
psig even with a regulator seat failure.

See Fisher Bulletin LP-15 for more detailed information
on regulator operation, installation and maintenance.

TWO-STAGE REGULATION
Two Regulators, one at tank and one at building,

reduce pressure down to burner pressure (11” w.c.)

Figure 10

FIRST–STAGE REGULATOR

USUALLY 10 PSIG

SECOND–STAGE REGULATOR

11” WC
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REGULATOR INSTALLATION
Regulator Vents
Regulators should be installed in accordance with NFPA
58 and any other applicable regulations, as well as the
manufacturer’s instructions.  The following guidelines
shall be followed:

Outdoor Installations - A regulator installed outdoors with-
out a protective hood must have its vent pointed vertically
down, as shown in the drawing.

The regulator should be at least 18 inches above ground.
Do not install the regulator where there can be excessive
water accumulation or ice formation, such as directly be-
neath a downspout, gutter or roofline.  All  vent openings
must be at least three horizontal feet from any building
opening and no less than five feet in any direction from
any source of ignition, openings into direct vent appliances
or mechanical ventilation intakes.

Horizontally mounted regulators, such as on single cylin-
der installations, must be installed underneath a
protective cover.  On ASME tank installations with the
regulator installed under the tank dome, the regulator vent
should slope slightly down enough to allow any
condensation to drain from the spring case.  The regulator
vent should be positioned far enough back from the tank
dome slot so that it is protected from the weather.  The
hood should be kept closed.

Regulators without “drip lip” vents must be installed under
a protective cover.

VENT POINTED
DOWN

Figure 11
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REGULATOR INSTALLATION
Regulator Vents (cont.)
Indoor Installations - In a fixed pipe system, regulators in-
stalled indoors require a vent line to the outside air.  A
screened vent assembly (Fisher Type Y602 series or equiva-
lent) must be used at the end of the vent line.  The vent
assembly position and location precautions are the same
as for regulator vents.  The vent line must be the same size
as the regulator vent and adequately supported.  See Fig-
ure below.

Underground Tanks - A vent tube is required on these in-
stallations to prevent water from entering the regulator’s
spring case.  The vent tube connects to the regulator vent
and terminates above any possible water level, see Figure
below.  Be sure that the ground slopes away from the tank
dome as illustrated.  See Figure below.

Moderately crown surface
around dome.  This prevents
water collecting and running
into dome or standing
around dome.

End of regulator vent
tube located at top
inside dome cover.

Water mark in dome
at level above vent or

end of vent tube
requires replacement

of regulator
and correcting

installation.

Regulator
bonnet

closure cap
must be tight.

FROM
FIRST-STAGE
REGULATOR

TO
APPLIANCE

VENT ASSEMBLY

DISCHARGE
OPENING MUST
BE AT LEAST 3
FT FROM ANY
OPENING
BELOW IT

VENT
LINE

BASEMENT

Figure 12

Figure 13

2” Minimum
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LEAK TESTING METHODS
There are two primary methods for testing leaks in installa-
tions:

Low Pressure Method

1) Inspect all connections and appliance valves to be sure
they are tight or closed.  This includes pilot valves.

2) Connect a low pressure gauge (Fisher Type 50P-2 or
equivalent) to the burner orifice and open the valve.

3) Open the service valve at the tank to pressure the sys-
tem.  Close the service valve tightly.

4) The low pressure gauge should read at least 11” w.c.
Slowly bleed off pressure by opening burner valve on
the appliance to vent enough gas to reduce the pres-
sure to exactly 9” w.c.

5) If the pressure remains at 9” w.c. for 3 minutes, you can
assume the system is leak tight.  If the pressure drops,
refer to the leak detection procedures on the next page.

6) After the leak is repaired, repeat steps 3, 4, and 5.

High Pressure Method

1) Inspect all connections and appliance valves to be sure
they are tight or closed.  This includes pilot valves.

2) Connect a test block .  (Fisher Type J600 or equivalent
in the service valve outlet at the tank, between the
valve’s outlet and the first regulator in the system.)
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LEAK TESTING METHODS
High Pressure Method (cont.)

3) Open the service valve at the tank to pressure the sys-
tem.  Close the service valve tightly.

4) Open an appliance valve until the test block’s pressure
gauge drops to 10 psig.

5) The system should stand for 3 minutes without an in-
crease or decrease in the 10-psig reading.  If pressure
drops, refer to the leak detection procedure section.  If
pressure increases, then the service valve is leaking.

6) After any leaks are repaired, repeat steps 2, 3 and 4.

Leak Detection and Correction Procedures

1) Use  a bubble leak detection solution, or mechanical
leak detector, (never a match or an open flame) when
checking for leaks.

2) Apply the solution over every pipe or tubing joint and
observe carefully to see if the bubbles expand, indicat-
ing a leak is present.  A large leak can blow the solution
away before bubbles have a chance to form.

3) To correct a leak on flaring tubing, first try to tighten the
connection.  If this doesn’t work, reflare.

4) On threaded piping, try tightening or redoping first.  If
the leak continues, take the connection apart and in-
spect the threads.  Cut new threads if necessary.

5) If steps 3 and 4 fail to correct the problem, look for
sandholes in the pipe or fittings and check for splits in
the tubing.  Replace whatever material is defective.

Note:  Leaks caused by equipment such as gas cocks,
appliances, valves, etc., will require repair of the faulty
part or replacement of the entire device.
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REGULATOR INSPECTION
The following items should be checked at each gas deliv-
ery and at regularly scheduled testing and maintenance
program intervals.

The customer should be instructed to turn off the tank ser-
vice valve if gas can be smelled, pilot lights fail to stay on,
or any other abnormal situation takes place.

Improper Installation

The regulator vent
must be pointed
down or under a
protective cover.
Regulators without
“drip lip” vents must
be under a protec-
tive cover.  Proper
installation also
minimizes weather
related vent blockage and internal corrosion.

Vent Blockage

Make sure the regulator vent, vent assembly, or vent tube
is not blocked with mud, insect nests, ice, snow, paint, etc.
The screen should be clean and properly installed.

Internal & External Corrosion

Replace any regulator that has had water in the spring case
or shows evidence of external or internal corrosion.  Regu-
lators that have been flooded or that have been installed
horizontally which minimizes moisture drainage, or on un-
derground tanks, or in coastal areas are more susceptible
to internal corrosion.

To inspect for internal corrosion:

1) Remove the regulator’s closing cap and look down into
the spring case (a flashlight may be needed).

2) On some regulators it may be necessary to shut down
the system and remove the adjusting screw and main
spring to adequately see any internal corrosion.

Drip Lip

Figure 14
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REGULATOR INSPECTION (cont.)
Internal & External Corrosion (cont.)

3) Look for visible corrosion or water marks on the relief
valve area and chimney (shaded area in the picture
below).

4) Replace the regulator if corrosion is present.

Regulator Age

Locate and replace old regulators.  Replace regulators
that are over 15 years of age or that have experienced
conditions (corrosion, underground systems, flooding, etc.)
that would shorten their service life.  Older regulators are
more likely to fail because of worn or corroded parts.  Re-
place with a two-stage regulator system.

Abnormal Pressure

Regulator disc wear (especially on older regulators) or
foreign material (dirt, pipe scale, etc.) lodged between the
regulator disc and orifice can cause higher than normal
outlet pressure to the appliances at lock up or extremely
low flows.  A pressure test of the system will be required to
verify the outlet pressure under these conditions.  Replace
the regulator if pressure is high.  Check the system for for-
eign material and clean out or replace pigtails as needed.

Always retest the system after replacing a regulator.

See Fisher Bulletin LP-32 and the instruction manual for
more detailed information on inspecting LP-Gas regula-
tors.

Shaded area indicates
spot to examine for
internal corrosion.

Figure 15
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TROUBLESHOOTING DOMESTIC
TANK FITTINGS
A periodic inspection and maintenance program is rec-
ommended for domestic tank fittings.  The following briefly
discusses ways to avoid and correct potential safety prob-
lems with the most common domestic fittings.
A more complete examination of this subject can be found
in NPGA Safety Bulletin 306.
Filler Valves
Always use a filling hose adaptor on the end of the hose
end valve during the filling process.  After filling the tank,
do not disconnect the Acme coupling from the filler valve
until the Fill valve is closed and all pressure between the
hose end valve and the Fill valve has been bled off.  If
pressure discharge continues, the filler valve may have
malfunctioned.  DO NOT REMOVE THE FILL HOSE AS
THE INTERNAL PARTS MAY BE BLOWN OUT.  If light
tapping does not close the Fill valve, disconnect the Filling
Hose Adaptor from the Hose End Valve, leaving the Filling
Hose Adaptor on the Fill valve.  The tank will probably
have to be emptied to replace the Fill valve.
Some Fill valve designs allow the seat disc to be replaced
while the tank is pressurized.  On these designs, make
sure the lower back check is still functioning by forcing open
the upper back check with an adaptor.  Take care to dis-
lodge only the upper back check and not both back checks.
If there is little leakage with the upper back check open,
then the lower back check is in place and the disc can be
replaced by following the manufacturer’s instructions.
Relief Valves
DO NOT STAND OVER A RELIEF VALVE WHEN TANK
PRESSURE IS HIGH.  A relief valve’s purpose is to relieve
excessive tank pressure which can be caused by overfill-
ing, improper purging of air from the container, overheat-
ing of the tank, improper paint color, or high vapor pres-
sure, to list just a few reasons.  Check the tank pressure
gauge if the relief valve is leaking.  On a 250 psi design
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TROUBLESHOOTING DOMESTIC
TANK FITTINGS (cont.)
Relief Valves (cont.)
pressure tank for example, if the relief valve is discharging
between the 240 to 260 psig range, the relief valve is work-
ing properly as long as it reseats.
A relief valve that discharges substantially below 240 psig
or that does not reseat when the tank pressure is lowered,
will have to be replaced.  Do not attempt to force the valve
closed.  Lower the tank pressure by withdrawing gas or
cooling the outside of the tank.
Always keep a rain cap on the relief valve to help keep out
dirt, debris and moisture.
Relief valves, like other pieces of equipment, will not last
forever.  Fisher recommends that a relief valve not be used
for over 15 years.  Earlier replacement may be required
because of severe service conditions or applicable federal,
state, or local codes.
Liquid Withdrawal Valves
A damaged seat or missing internal parts may allow an
excessive amount of liquid discharge when the closing cap
is loosened.  These valves have a bleed hole in the closing
cap to vent liquid before the cap is completely unscrewed.
If a significant amount of the liquid continues to vent from
beneath the cap after 30 seconds, do not remove the cap.
Should only vapor be leaking from under the cap, the con-
nection to the withdrawal valve can usually be made.
There is the possibility of liquid spray while opening the
withdrawal valve with an angle valve-special adaptor.  For
this reason, protective clothing should be worn and extreme
care taken throughout the entire process.
Service Valves
Show the customer this valve and tell him to shut it off if
gas is escaping into the house or any other abnormal situ-
ation takes place.  Check the stem seal and shut off seats
periodically for leakage and replace them if necessary
(empty the tank first).
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sesaG-PLseiticapaCecifirOsaG-PL21elbaT
)leveLaeStaRH/UTB(

ROECIFIRO
EZISLLIRD

ENAPORP ENATUB
ROECIFIRO
EZISLLIRD

ENAPORP ENATUB

800.0 915 985 15 135,63 414,14

900.0 656 447 05 248,93 861,54

10.0 218 129 94 163,34 751,94

110.0 189 211,1 84 389,64 362,35

210.0 961,1 623,1 74 880,05 387,65

08 084,1 876,1 64 692,35 024,06

97 807,1 639,1 54 146,45 449,16

87 080,2 853,2 44 922,06 082,86

77 926,2 089,2 34 963,46 379,27

67 942,3 486,3 24 590,17 995,08

57 185,3 950,4 14 429,47 049,48

47 911,4 966,4 04 920,87 954,88

37 876,4 303,5 93 315,08 512,19

27 180,5 067,5 83 127,38 219,49

17 594,5 032,6 73 068,78 506,99

07 573,6 722,7 63 702,29 235,401

96 439,6 068,7 53 213,89 454,111

86 318,7 858,8 43 571,001 665,311

76 023,8 334,9 33 797,301 276,711

66 848,8 130,01 23 583,901 700,421

56 559,9 682,11 13 340,711 986,231

46 535,01 349,11 03 911,431 640,251

36 521,11 216,21 92 663,051 664,071

26 537,11 403,31 82 103,061 827,181

16 763,21 020,41 72 085,861 411,191

06 800,31 747,41 62 716,571 290,991

95 066,31 648,51 52 916,181 698,502

85 333,41 942,61 42 828,781 539,212

75 620,51 530,71 32 697,291 765,812

65 275,71 129,91 22 053,002 131,722

55 939,12 278,42 12 525,502 799,232

45 036,42 229,72 02 996,012 368,832

35 967,82 516,23 91 549,322 088,352

25 508,23 091,73 81 664,332 376,462

BTU Per Cubic Foot = Propane—2,516 Butane—3,280
Specific Gravity = Propane—1.52 Butane—2.01
Pressure at Orifice, Inches Water column = Propane—11 Butane—11
Orifice Coefficent = Propane—0.9 Butane—0.9

Reprinted from NFPA 54, Table F.2, 2002 ed.
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LINE SIZING CHART
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CONVERSION FACTORS

Multiply By To Obtain

LENGTH & AREA

Millimeters 0.0394 Inches
Meters 3.2808 Feet
Sq. Centimeters 0.155 Sq. Inches
Sq. Meters 10.764 Sq. Feet

VOLUME & MASS

Cubic Meters 35.315 Cubic Feet
Liters 0.0353 Cubic Feet
Gallons 0.1337 Cubic Feet
Cubic cm. 0.061 Cubic Inches
Liters 2.114 Pints (US)
Liters 0.2642 Gallons (US)
Kilograms 2.2046 Pounds
Tonnes 1.1024 Tons (US)

PRESSURE & FLOW RATE

Millibars 0.4018 Inches w.c.
Ounces/sq. in. 1.733 Inches w.c.
Inches w.c. 0.0361 Pounds/sq. in.
Bars 14.50 Pounds/sq. in.
Kilopascals 0.1450 Pounds/sq. in.
Kilograms/sq. cm. 14.222 Pounds/sq. in.
Pounds/sq. in. 0.068 Atmospheres
Liters/hr. 0.0353 Cubic Feet/hr.
Cubic Meters/hr. 4.403 Gallons/min.

MISCELLANEOUS

Kilojoules 0.9478 BTU
Calories, kg 3.968 BTU
Watts 3.414 BTU/HR
BTU 0.00001 Therms
Megajoules 0.00948 Therms
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Multiply By To Obtain

LENGTH & AREA

Inches 25.4 Millimeters
Feet 0.3048 Meters
Sq. Inches 6.4516 Sq. Centimeters
Sq. Feet 0.0929 Sq. Meters

VOLUME & MASS

Cubic Feet 0.0283 Cubic Meters
Cubic Feet 28.316 Liters
Cubic Feet 7.481 Gallons
Cubic Inches 16.387 Cubic cm.
Pints (US) 0.473 Liters
Gallons (US) 3.785 Liters
Pounds 0.4535 Kilograms
Tons (US) 0.9071 Tonnes

PRESSURE & FLOW RATE

Inches w.c. 2.488 Millibars
Inches w.c. 0.577 Ounces/sq. in.
Pounds/sq. in. 27.71 Inches w.c.
Pounds/sq. in. 0.0689 Bars
Pounds/sq. in. 6.895 Kilopascals
Pounds/sq. in. 0.0703 Kilograms/sq. cm.
Atmospheres 14.696 Pounds/sq. in.
Cubic Feet/hr. 28.316 Liters/hr.
Gallons/min. 0.2271 Cubic Meters/hr.

MISCELLANEOUS

BTU 1.055 Kilojoules
BTU 0.252 Calories, kg
BTU/HR 0.293 Watts
Therms 100,000 BTU
Therms 105.5 Megajoules

CONVERSION FACTORS
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FLOW EQUIVALENTS AND
TEMPERATURE CONVERSION
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Table 15  Temperature Conversion

°F °C °F °C °F °C

-40 -40 30 -1.1 90 32.2

-30 -34.4 32 0 100 37.8

-20 -28.9 40 4.4 110 43.3

-10 -23.3 50 10.0 120 48.9

0 -17.8 60 15.6 130 54.4

10 -12.2 70 21.1 140 60.0

20 -6.7 80 26.7 150 65.6
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